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N/O N/CCOM

CSW-200 Counter Switch Installation

Base Case Upper Case

Microswitch (SPDT) Case Screw Spring x2

Surface Cover
1.  Remove Case Screw.
2.  Remove Upper Case.
3.  Connect Microswitch as desired (rated @ 5A/250VAC).
 •  If you require a Normally Open S/W, connect to

COM and N/O.
 •  If you require a Normally Closed S/W, connect to

COM and N/C.
4.  Replace Upper Case.
5.  Insert Case Screw.

Instructions


